three inches = one foot

one ond one half inches = one foot

one inch = one foot

one half inch = one foot three quorters inch = one foot

three eighths inch = one foot

one quorter inch = one foot

one eighth inch = one foot
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KEYED NOTES GENERAL NOTES
(1) REFER TO SENSOR FAUCET DETAIL ON | A. PLUMBING CONTRACTOR SHALL D. INSTALL WATER HAMMER ARRESTORS
SHEET PP501. COMMUNICATE AND COORDINATE ON DOMESTIC WATER PIPING AS
WITH OWNER ANY SHUT DOWN OF REQUIRED TO ELIMINATE HYDRAULIC
EXISTING SYSTEMS OR SPACES IN SHOCK THROUGHOUT THE PIPING
WRITING AND RECEIVE APPROVAL A SYSTEM.
MINIMUM OF SEVEN (7) DAYS
PRIOR TO EVENT. E. BALANCE DOMESTIC HOT WATER
RETURN SYSTEM TO PROVIDE
B. THIS SHEET INDICATES SEQUENCE ADEQUATE CIRCULATION TO MAINTAIN
OF WORK WITH ASSOCIATED PHASE. HOT WATER TEMPERATURE
THROUGHOUT THE SYSTEM.
C. UNLESS NOTED OTHERWISE, ALL
DOMESTIC WATER PIPING IS ABOVE
CEILING.
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